STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION
[bookmark: _Hlk111645154]INITIAL EXPRESS TERMS
FOR PROPOSED BUILDING STANDARDS
OF THE OFFICE OF THE STATE FIRE MARSHAL
REGARDING THE 2022 CALIFORNIA RESIDENTIAL CODE,
CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 2.5
(SFM 03/22)
The State agency shall draft the regulations in plain, straightforward language, avoiding technical terms as much as possible and using a coherent and easily readable style. The agency shall draft the regulation in plain English. A notation shall follow the express terms of each regulation listing the specific statutes authorizing the adoption and listing specific statutes being implemented, interpreted, or made specific (Government Code Section 11346.2(a)(1)). 
If using assistive technology, please adjust your settings to recognize underline, strikeout, italic and ellipsis.
LEGEND for EXPRESS TERMS (Based on model codes - Parts 2, 2.5, 3, 4, 5, 9, 10)
· [bookmark: _Hlk51751202]Model Code language appears upright
· Existing California amendments appear in italic
· Amended model code or new California amendments appear underlined & italic
· Repealed model code language appears upright and in strikeout
· Repealed California amendments appear in italic and strikeout
· Ellipses ( ...) indicate existing text remains unchanged

INITIAL EXPRESS TERMS
ITEM 1
Chapter 1 SCOPE AND ADMINISTRATION, Division I, California Administration, Section 1.11.1 SFM-Office of the State Fire Marshal
[The SFM is proposing to amend the definition of Specified State-Occupied.]
Specified state-occupied buildings. Any building, structure or area that meets any of the following criteria:
…
8. Properties leased by California State University (CSU) or University of California (UC).
…
Except as provided in Items 1 through 11, buildings shall become the responsibility of the local jurisdiction.
Notation:
[bookmark: _Hlk123134096]Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
[bookmark: _Hlk118954021]ITEM 2
Chapter 3 BUILDING PLANNING, Sections R337.1 SCOPE, PURPOSE, AND APPLICATION and R337.2 DEFINITIONS
[Correct the term Wildland-Urban Interface (WUI) used in the text to correlate with the definition of WUI]
R337.1.1 Scope. Section R337 and all subsections apply to building materials, systems and/or assemblies used in the exterior design and construction of new buildings located within a Wildland-Urban Interface (WUI) Fire Aarea as defined in Section R337.2.
R337.1.2 Purpose. The purpose of Section 337 is to establish minimum standards for the protection of life and property by increasing the ability of a building located in any Fire Hazard Severity Zone within State Responsibility Areas (SRA) or Local Responsibility Areas (LRA) or any Wildland-Urban Interface (WUI) Fire Aarea to resist the intrusion of flames or burning embers projected by a vegetation fire and contributes to a systematic reduction in conflagration losses.
R337.1.3 Application. New buildings located in any Fire Hazard Severity Zone or any Wildland-Urban Interface (WUI) Fire Aarea designated by the enforcing agency constructed after the application date shall comply with the provisions of this section. …
R337.1.3.1 Application date and where required. New buildings for which an application for a building permit is submitted on or after July 1, 2008, located in any Fire Hazard Severity Zone or Wildland-Urban Interface Fire Aarea shall comply with all sections of this chapter, including all of the following areas:
1. All unincorporated lands designated by the State Board of Forestry and Fire Protection as State Responsibility Area (SRA) including:
1.1. Moderate Fire Hazard Severity Zones.
1.2. High Fire Hazard Severity Zones.
1.3. Very-High Fire Hazard Severity Zones.
2. Land designated as Very-High Fire Hazard Severity Zone by cities and other local agencies.
3. Land designated as a Wildland-Urban Interface Fire Aarea by cities and other local agencies.
Exceptions:
1. New buildings located in any Fire Hazard Severity Zone within State Responsibility Areas, for which an application for a building permit is submitted on or after January 1, 2008, shall comply with all sections of this chapter.
2. New buildings located in any Fire Hazard Severity Zone within State Responsibility Areas, or any Wildland-Urban Interface Fire Aarea designated by cities and other local agencies for which an application for a building permit is submitted on or after December 1, 2005, but prior to July 1, 2008, shall only comply with the following sections of this chapter:
2.1. Section R337.5 – Roofing.
2.2. Section R337.6 –Vents.
…
SECTION R337.2 DEFINITIONS
…
FIRE PROTECTION PLAN. A document prepared for a specific project or development proposed for a Wildland-Urban Interface (WUI) Fire Aarea. It describes ways to minimize and mitigate potential for loss from wildfire exposure. See the California Fire Code, Chapter 49, for required elements of a Fire Protection Plan.
…
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
[bookmark: _Hlk118954187]ITEM 3
Chapter 3, Section R337.5 ROOFING
[The SFM proposes to amend Chapter 3 and roofing provisions for Fire Hazard Severity Zones.]
R337.5.1 General. Roofs shall comply with the requirements of Sections R337 and R902. Roofs shall have a roofing assembly installed in accordance with its listing and the manufacturer’s installation instructions.  Roof assemblies in the Fire Hazard Severity Zones shall be Class A rating when tested in accordance with ASTM E108 or UL790 and meet a Class A fire classification. The roof assembly shall be installed in accordance with its listing and the manufacturer’s installation instructions.  
The entire roof covering of every existing structure where more than 50 percent of the total roof area is replaced within any one-year period, the entire roof covering of every new structure, and any roof covering applied in the alteration, repair or replacement of the roof of every existing structure, shall be a fire-retardant roof covering that is at least Class A rating fire classification.  
Exceptions 1 through 4 of Section R902.1 shall not apply to structures regulated by Section R337 unless the roof assembly is tested in accordance with ASTM E108 or UL 790 and meet a Class A fire classification.
R337.5.2 Roof coverings voids.  Where there is a void under the roof covering it shall comply with R337.5.2.1 or R337.5.2.2.
R337.5.2.1 Airspace under roof covering. Where the roofing profile has an airspace under the roof covering, …  
R337.5.2.2 Roof underlayment. Alternately, A Class A fire rated classification roof underlayment, tested in accordance with ASTM E108 or UL 790, shall be permitted to be used. If the sheathing consists of exterior fire-retardant treated wood, the underlayment shall not be required to comply with a Class A classification. Bird stops shall be used at the eaves when the profile fits, to prevent debris at the eave. Hip and ridge caps shall be mudded in to prevent intrusion of fire or embers.  
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
[bookmark: _Hlk118954513]ITEM 4
Chapter 3, Sections R337.7 EXTERIOR COVERING and R337.10 ACCESSORY BUILDINGS AND MISCELLANEOUS STRUCTURES
[The SFM proposes to delete the exception to R337.7.5, R337.7.6, R337.7.7, R337.7.8 and R337.10.2 for fascia and architectural trims. Through data collections, these features have been identified as adding the potential for fire spread to the building or structure, when exposed to wildfire embers.]
…
R337.7.5 Open roof eaves. …
Exception to Section R337.7.5: The following materials do not require protection:
Fascia and other architectural trim boards.
R337.7.6 Enclosed roof eaves and roof eave soffits. …
Exception to Section R337.7.6: The following materials do not require protection:
Fascia and other architectural trim boards.
R337.7.7 Exterior porch ceilings. …
Exception to Section R337.7.7: Architectural trim boards do not require protection.
R337.7.8 Floor projections. …
Exception to Section R337.7.8: Architectural trim boards do not require protection.
…
R337.10.2 Applicability. …
Exceptions:
…
3. Exterior wall architectural trim, embellishments, and fascia.
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
ITEM 5
Chapter 3, Section R337.11 MODEL ORDINANCE FOR FIRE SEVERITY ZONE ADOPTION
[Adopt a model ordinance that provides for the establishment of very high fire hazard severity zones pursuant to the Government Code Section 51179.]
SECTION R337.11
MODEL ORDINANCE FOR FIRE HAZARD SEVERITY ZONE ADOPTION

[image: Adopt a model ordinance that provides for the establishment of very high fire hazard severity zones pursuant to the Health and Safety Code Section 51179.]
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
ITEM 6
Chapter 9 ROOF ASSEMBLIES, Section R902 FIRE CLASSIFICATION
[The SFM proposes to amend Chapter 9 regarding the roofing provisions for Fire Hazard Severity Zones.]
[bookmark: _Hlk105418312]R902.1 Roof covering materials. Roofs shall be covered with materials as set forth in Section R904 and R905. A minimum Class A, B or C roofing shall be installed in areas designated by this section or where the edge of the roof is less than 3 feet (914 mm) from a lot line. Class A, B and C roofing required by this section to be listed shall be tested in accordance with ASTM E108 or UL 790.
Exceptions:
1. Class A roof assemblies include those with coverings of brick, masonry and or an exposed concrete roof deck.  
2. Class A roof assemblies include ferrous or copper shingles or sheets, metal sheets and shingles, clay or concrete roof tile, or slate installed on noncombustible decks or ferrous, copper or metal sheets installed without a roof deck on noncombustible framing.  
3. Class A roof assemblies include minimum 16 ounces per square foot (4.882 kg/m2) copper sheets installed over combustible decks.  
4. Class A roof assemblies include slate installed over ASTM D226, Type II underlayment over combustible decks.  
Exceptions 1 through 4 shall not apply to structures regulated by Section R337 unless the roof assembly is tested in accordance with ASTM E108 or UL 790 and meet a Class A fire classification.
R902.1.1 Roof coverings within fire hazard severity zones. The entire roof covering of every existing structure where more than 50 percent of the total roof area is replaced within any one-year period, the entire roof covering of every new structure, and any roof covering applied in the alteration, repair or replacement of the roof of every existing structure, shall be a fire-retardant roof covering that is at least Class A.  
Exception: The requirements shall not apply in any jurisdiction that adopts the model ordinance approved by the State Fire Marshal pursuant to Section 51189 of the Government Code or an ordinance that substantially conforms to the model ordinance and transmits a copy to the State Fire Marshal.  
R902.1.3 R902.1.1 Roofing requirements within Fire Hazard Severity Zones or in a the Wildland-Urban Interface (WUI) Fire Area. Roofing requirements for structures located within Fire Hazard Severity Zones or in a Wildland-Urban Interface (WUI) Fire area shall also comply with Section R337.5.
R902.1.2 Roof coverings in all other areas other than Fire Hazard Severity Zones or a Wildland-Urban Interface (WUI). The entire roof covering of every existing structure where more than 50 percent of the total roof area is replaced within any one-year period, the entire roof covering of every new structure, and any roof covering applied in the alteration, repair or replacement of the roof of every existing structure, shall be a fire-retardant roof covering that is at least Class C fire classification.  
[bookmark: _Hlk122073056][bookmark: _Hlk122073973]R902.2 Fire-retardant-treated wood shingles and shakes. Fire-retardant-treated wood shakes and shingles are wood shakes and shingles complying with UBC Standard 15-3 or 15-4 which are impregnated by the full-cell vacuum pressure process with fire-retardant chemicals, and which have been qualified by UBC Standard 15-2 or ASTM E108 or UL 790 for use on Class A, B or C roofs. …
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
ITEM 7
Chapter 44 REFERENCED STANDARDS, ASTM E108
[Adopt the latest edition of ASTM E108]
E108—2017 2020a: Test Methods for Fire Tests of Roof Coverings
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
ITEM 8
Chapter 44 REFERENCED STANDARDS, UL 790
[Adopt the 9th edition of UL 790]
790 Edition 9—04 2022: Standard Test Methods for Fire Tests of Roof Coverings—with Revisions through October 2018
Notation:
Authority: Health and Safety Code Sections 1250, 1502, 1568.02, 1569.72, 1569.78, 1597.44 - 1597.65, 13108, 13108.5, 13114, 13143, 13143.2, 13143.6, 13145, 13146, 13211, 16022.5, 17921, 18928, 18949.2, 25500 through 25545; Government Code Sections 51176, 51177, 51178 and 51179, 51189; Education Code Section 17074.50; Public Resources Code Sections 4201 through 4204.
Reference(s): Health and Safety Code Sections 13108, 13108.5, 13113, 13113.5, 13114, 13132, 13132.7, 13133, 13135, 13143, 13143.1, 13143.2, 13143.6, 13143.9, 13145, 13146, 13210, 13211, 16022.5, 17921.
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SECTION R33:

MODEL ORDINANCE FOR FIRE HAZARD SEVERITY ZONE ADOPTION

ORDINANGE NO.

AN ORDINANCE OF THE CITY (OR COUNTY ORDISTRICT) OF __TO DESIGNATE
FIRE HAZARD SEVERITY ZONES.

THE COUNCIL (ORBOARD) OF THE ___ ORDAINS ASFOLLOWS:

Section 1- The CITY (OR COUNTY OR DISTRICT) hereby desiqnates the Fire Hazard
‘Seventy Zones as recommended by the California Department of Foresiry and Fire Protection
‘oursuant to Government Code Section 51176,

‘Section 2: The CITY (OR COUNTY OR DISTRICT) may desiqnate areas not identifed as Fire.
Hazard Severtty Zones by the Calfornia Department o Forestry and Fire Protection folowing
& finding supported by substantial evidence i the record that the requirements for Fire Hazard
‘Seventy Zones are necessary for effective fire protection within those areas.

On the motion of Member seconded by Member The roll
cal vote:
AYES. NOES: ABSTAIN: ABSENT:
The foreqoing ordinance was passed and adopted this_day of 20
ORDINANCE.

‘Wame)

CITY OR COUNTY OR BOARD OF
ATTEST: APPROVED S TO FORM
(Name) Name)

Clerk. ity or County or District Counsel




