STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION
45-DAY EXPRESS TERMS
FOR PROPOSED BUILDING STANDARDS
OF THE OFFICE OF THE STATE FIRE MARSHAL
REGARDING THE 2025 CALIFORNIA MECHANICAL CODE,
CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 4
(SFM 02/25)
The state agency shall draft the regulations in plain, straightforward language, avoiding technical terms as much as possible and using a coherent and easily readable style. The agency shall draft the regulation in plain English. A notation shall follow the express terms of each regulation listing the specific statutes authorizing the adoption and listing specific statutes being implemented, interpreted, or made specific (Government Code Section 11346.2(a)(1)).
If using assistive technology, please adjust your settings to recognize underline, strikeout, italic and ellipsis.
LEGEND for EXPRESS TERMS (Based on model codes - Parts 2, 2.5, 3, 4, 5, 7, 9, 10)
· Model Code language appears upright
· Existing California amendments appear in italic
· Amended model code or new California amendments appear underlined & italic
· Repealed model code language appears upright and in strikeout
· Repealed California amendments appear in italic and strikeout
· Ellipses ( …) indicate existing text remains unchanged

45-DAY EXPRESS TERMS 
ITEM 1
Chapter 18 Reference Standards, ASHRAE 15
	STANDARD NUMBER
	STANDARD TITLE
	APPLICATION

	ASHRAE 15-2022 2024, including Addendum A
	Safety Standard for Refrigeration Systems
	Refrigeration Systems



Notation: 
[bookmark: _Hlk215583938]Authority: Sections 13108, 13143, 13145, 13146, 18928, 18930, 18934, 18944.21, and 18949.2 of the Health and Safety Code.
Reference: Sections 13108, 13143, 13145, 13146, 18930, 18944.21, and 18949.2 of the Health and Safety Code.		
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