Purpose: The purpose of this Interpretation of Regulations (IR) is to provide guidance in the design of Computer Access Flooring (CAF) for proper support and anchorage to resist seismic forces as prescribed in the California Building Code. This IR is only applicable to projects submitted to DSA under the 2001 California Building Code (CBC). For projects submitted under later editions of the CBC, refer to the regulations.

1. Seismic Load. The lateral force applied to the CAF platform in any horizontal direction should be determined using the equations in the 2001 CBC, Section 1632A.2, where;

   \[ W_p = \text{dead load of platform} + \text{actual super-imposed equipment load}, \text{the minimum load for the entire platform area is 50 psf.} \]

   See Footnote 9 of Table 16A-O in the CBC

   See 2001 CBC, Section 1607A.3, for floor live load

   \[ F_p \text{ may be } 2/3 \text{ of the values shown when CAF's are mounted on concrete slabs on grade.} \]

2. Lateral Resistance.

2.1 If the lateral bracing of the raised floor is provided by surrounding structural elements:

   1. Structural elements of the building are to be designed to resist the platform lateral loads.

   2. Floor panels and struts are to be tightly fitted together and against the structure to prevent "hammering" of the platform against the resisting structure.

   3. Floor panels and struts acting in tension are to be mechanically connected together and anchored to the structure.

2.2 If the raised floor is not surrounded by structural elements:

   1. Pedestals are to be restrained at base against sliding and overturning.

   2. If pedestals are positively tied together by a system of struts and floor panels then the total lateral load may be divided equally to each pedestal

   3. If pedestals are not tied together then design each for the pedestal based on the tributary lateral load.
4. Pedestal stems and bases are to be designed for vertical and lateral load combinations.

2.3 Testing. All tests are to be performed by a testing laboratory. Tests are to be observed and the results recorded in a report signed by a California registered civil engineer.

2.3.1 When shot-in anchors or drilled-in anchors are used to attach the pedestal bases to the supporting floor, testing of anchors is required. Test one of every ten shot-in anchors and one of every two drilled-in concrete anchors at 160% of the ICBO recommended allowable load. In case of test failures, see the 2001 CBC, Section 1923A.3.5, for procedure.

2.3.2 Use of adhesives to attach pedestal bases to concrete or wood floor systems will not be accepted unless test reports on long term durability, high temperature and strength are submitted to the Division of the State Architect (DSA) for review.

2.3.3 Mechanical connections in the floor system that are not subjected to analysis are to be tested for twice the lateral load. Submit test procedure to DSA for approval before testing.